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TR-RE-CCSD-FO-1077-3 

TEST REPORT 

FOR 

REFRIGERANT EXPANSION VALVE 

Alco Part  Number TAC-22WOO 

NASA Drawing Number 75MOWS06 FTR-1 

ABSTRACT 

This report  presents t he  results of t e s t s  performed on one specimen of 
Refrigerant Ekpansion Valve 75M04406 FTR-1. 
formed. 

The following tests were per- 

1. Receiving Inspection 3. Functional 

2. Proof Pressure 4. Cycle 

The specimen performance was i n  accordance with the  specif icat ion re- 
quirements of NASA Drawing 75M04406 PTR-1 throughout the  t e s t  program. 



The tests reported herein were conducted far the John F. Kennedy Space 
Center by Chrysler Corporation Space Division (CCSD), New Orleans, Louisiana. 
This document was prepared by CCSD under contract NAS 8-4016, Part VII, CWO 
271620. 
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CHECK SHEET 

FOR 

REFRIGHlANT EXPANSION VALVE, 22-TON 

MANUFACTURER: Alco Valve Company and Johnson Serv 
MANUFACTURER'S MODEL NUMBER: TAC-2WK100 
NASA PART NUMBER: 75M04406 PTR-1 

CAPACITY 

ce Company 

TESTING AGENCY: Chrysler Corporation Space Division, New Orleans, La. 
AUTHORIZING AGENCY: NASA-KSC 

I. FUNCTIONAL REQUIREMENTS 

A .  OPERATING MEDIUM 
B. OPWATING PRESSURE: 

1. HEAD - 
2. SUCTION - 
1. I N I E T -  

C.  PROOF F'RESSURE: 

2. PNEUMATIC CONTROL INLET 
D. VALVE CAPACITY: 

11. CONSTRUCTION 

A .  EQUALIZER: 

B. SIZE OF I" AND OUTIET 
FITTINGS: 

c.  STYLE: 
D. REMOTE BULB TUBING LENGTH: 
E. MODULATING ATTACHMENT: 

111. ENVIRONMENTAL REQUIREMENTS 

A .  EVAPORATOR TEHPERATURE RANGE: 
B, BULB TEMPEFUiTURE: 

N. LOCATION AND USE 

R-22 

185 psig 
55 psig 

450 psig 
25 psig 
22 tons  of re,;igerat .on 

l/t!+-inch SAE (Society of Auto- 
motive &gineera)male flare 

7/8-inch ODF (outer  diameter 
female) and l-1/8-inch ODM (outer  
diameter male) 
S t ra ight  through flow 
15 f t .  
Model V-306 

-40 t o  +50"F 
34 "F 

The valve controls  refr igerant  flow t o  t h e  evaporator i n  t h e  air  con- 
d i t ion ing  un i t s  on Launch Complexes 34 and 37B a t  t h e  John F. 
Kennedy Space Center. 

. 

i 
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TEST SUNMARY 

Operational 
Boundary 

Comply with  
NASA drawing . 

L 

Test  Test 
Objective Results 

Determine compliance Sa t i s -  
with NASA and vendor factory 
drawings and examinad 
f o r  defects and poo: 
workmanship 

, 

185 psig head 

55 ps i8  aucticn 

Environment 

Monitor valve opera 
stion a t  d i f f e ren t  
modulator s igna l  pr 
s u e s .  Determine r 
#fr igerant  flow thro 
the valve. 

Receiving 
Inspect ion  

Determine i f  speci- 
=en performance is 
impaired by cycling 

Roof 
Preasure 
Teet 

Functional 
Test 

Cycle Teat 

Units 

1 

1 

1 

1 

R E F R I G ~ N T  EXPANSION VALVE 
75HOi&06 PTR-1 

Inlet and aut- heck for leakage 
le t  ports:  450 
psig fo r  5 
minut es t 
Modulator: 25 heck f o r  leakage 
p s i s  for 5 
minutes , 

Full open t o  
c anplet  e ly  
Closed ' 5000 

Sa t i s -  
factory 

Satis- 
factory 

Satis- 
factory 

b 

- 

Satis- 
f ac t  oxy 

~~ 

Remarks 

No leakage 

No leakage 



SECTION I1 

RECEIVING INSPECTION 

2.1 

2.1.1 

2.2 

2.3 

2 04 

2.4.1 

TEST REQUIREMENTS 

The specimen sha l l  be v isua l ly  and dimensionally inspected f o r  
conformance with NASA drawing 7511104406 FTR-1 and applicable 
specif icat ions t o  the  extent possible without disassembly of 
t h e  test  specimen. The specimen s h a l l  a l s o  be inspected f o r  
poor workmanship and manufacturing defects.  

TEST PROCEDURE 

A v i sua l  and dimensional inspection of t h e  tes t  specimen was 
performed t o  determine compliances with NASA drawing 75M04406 
PTR-1 and the  applicable vendor drawing t o  t h e  extent pos- 
s i b l e  without diaassembly of t he  t e s t  specimen. 
time the  t e s t  specimen was a l so  inspected fo r  poor workmanship 
defects.  

A t  the  same 

TEST RESULTS 

The specimen complied with NASA drawing 75M04406 PTR-1. 
evidence of poor workmanship or manufacturing defects was 
observed. 

No 

TEST DATA 

The data presented i n  t ab le  2-1 were recorded during the  in- 
spection. 

T a b l e  2-1. Specimen Specifics 

[ Nuno 

Manufacturer 

Model 

Capacity 

In l e t  and Outlet 
Port Size 

Exprnaion Valve 

Alco Valve Company and 
Johnson Service Company 

TAC -22Hw100 
V-306 modulating attachment 

22-tons re f r igera t ion  

l-1/8-inches OD 
7/8-inche's I D  

2-1 



SECTION I 

INTRODUCTION 

1.1 

1.2 

1.2.1 

1.2.2 

1.2.3 

1.3 

SCOPE 

This report  presents the  r e s u l t s  of tests t h a t  were performed 
t o  determine i f  Refrigerant Expansion Valve 75M04k06 PTR-1 
meets t h e  operational requirements f o r  John F. Kennedy Space 
Center Launch Complexes 34 and 37B. A summary of t h e  test 
r e s u l t s  i s  presented on page vii. 

ITEM DESCRIPTION 

One specimen of Refrigerant Expansion Valve 75M04406 PTR-1 was 
tes ted.  The valve controls  t h e  flow of re f r igerant  t o  the 
evaporator i n  t h e  a i r  conditioning un i t s  on Launch Complexes 34 
and 37B a t  the  John F. Kennedy Space Center. 

Refrigerant Expansion Valve 75M04406 i s  a thermostat ical ly  con- 
t r o l l e d  re f r igerant  valve, equipped with a pressure controlled 
modulator, and an external equalizer.  The valve has a 22-ton 
r e f r ige ra t ion  capacity. 

The valve is  manufactured by the  Alco Valve Company and i s  
equipped with a Johnson Service Company modulating attachment. 

APPLICABLE DOCUMENTS 

The following documents contain %he t e s t  requirements f o r  
Refrigerant Expansion Valve 75M04406 PTR-1. 

a. 75M04406 PTR-1, Component Specif icat ion 

b. KSCSTD-164( D), Environmental Test Methods 

c. Test Plan CCSD-FO-1077-1F, Test Requirements 

d. Test Procedure TP-RE-CCSD-FO-1077-2 



SECTION I11 

PROOF PRESSURE TEST 

. 

3 . 1  

3.1.1 

3.1.2 

301.3 

3.2 

3 .2 .1 

3.2.2 

3.285 

3.2.6 

3.2-7 

3.2.8'  

3.299 

3.2.10 

3.2.11 

TEST REQUIREMENTS 

Pressurize the  specimen inlet  and ou t l e t  t o  450 psig with GN2 
and maintain the  pressure f o r  5 minutes. 
or d i s tor t ion .  

Check f o r  any leakage 

Pressurize the  pneumatic control  inlet  t o  25 psig using GN2 
and maintain the  pressure f o r  5 minutes. 
or d i s tor t ion .  

Check f o r  any leakage 

The tes t  specimen s h a l l  be depressurized t o  zero psig and in- 
spected f o r  dis tor t ion.  

TEST PROCEDURE 

The tes t  setup was assembled as shown in f igure 3-1 using the  
equipment l i s t e d  in  t a b l e  3-1. 

All connections were t i gh t ,  gages were in s t a l l ed  and operating 
properly and a l l  valves were closed. 

Hand valves 3, 7, and 9 were opened. 

The inlet and out le t  ports were pressurized t o  450 psig using 
hand regulator 5 .  The pressure was monitored on gage 8. 

Hand valve 3 w a s  closed. 
and the  specimen was checked f o r  leakage and d is tor t ion .  

Pressure was maintained f o r  5 minutes 

Regulator 5 was adjusted t o  zero ou t l e t  pressure. Specimen 
pressure was allowed t o  vent t o  zero through t h e  regulator.  

Hand valves 7 and 9 were closed. Hand valve 3 was opened. 

Regulator 5 was adjusted t o  25 psig ou t l e t  pressure. 
pressure was  monitored on gage 6. 

The 

Hand valve 10 was cracked s l i g h t l y  allowing specimen modulator 
pressure indicated by gage 11 t o  reach 25 psig. 

Hand valves 10 and 3 were closed. Gpecimen modulator pressure 
w a s  maintained for 5 minutes. 
leaks and dis tor t ion.  

The specimen was checked f o r  

Hand valve 10 was  opened. Regulator 5 was adjusted t o  zero 
ou t l e t  pressure allowing modulator pressure t o  vent t o  zero 
through regulator 5 .  

3-1 



3.2.12 

3 - 3  

3 -4 

A l l  data were recorded. 

TEST RESULTS 

No specimen leakage was detected and there was no evidence 
of distortion. 

TEST DATA 

The data presented in table 3 .2  were recorded during the test.  

c 



Table 3-1. Proof Pressure Test Equipment List 

- 
It em 
No. 

1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

- 

It em 

Test Specimen 

Hand Valve 

Pressure Gage 

Regulator 

Pressure Gage 

Hand Valve 

Pressure Gage 

Hand Valve 

Hand Valve 

Pressure Gage 

Manufacturer 

Alco and Johnson 
Service Co. 

A i r  Products 

Kerotes t 

Linde Co. 

Linde Co. 

Linde Co. 

Marotta 

Duragauge 

Marotta 

Robbins Aviation 

Heise 

Model/ 
'art No. 

TAC 
22Hwl.00 

NA 

NA 

23771-1 

me 
8962 

23218-1 

HVA-16 

NA 

HVA-16 

NA 

08-113- 
93-187 

S e r i a l  
No. 

NA 

NA 

NA 

NA 

NA 

NA 

105 

NA 

106 

NA 

NA 

Remarks 

Thermoatatic ex 
pansioar valve 
22-ton capacity 

4000-psig 
bo t t l e  supply 

&inch 

0-t o 4000-~sig 

- *.5% Fs 

0-t c 5000-psig 
out le t  

0-t o 3000-psig 
- *.5% Fs 

1-inch 

0-t o 600-psig - N.51 Fs 
%)2i!$Z 

1-inch 

&inch 

0-to 30-psig 

Cal da te  
12/27/66 

5.2% Fs 

3-3 



Table 3-2. Proof Pressure and Leakage Test Data 

Pressure 

Leakage 

Distortion 

450 psig f o r  5 min 
( i n l e t  and ou t l e t  por t s )  
25 psig f o r  5 m i n  
(modulator housing) 

Zero 

None 



Note: A l l  l ines  &inch. 
Refer t o  t a b l e  3-1 for  i t e m  i den t i f i ca t ion  

Figure 3-1. Proof Pressure Test Schematic 

3-5 



Piguro 3-2. Proof Pressure Test Setup 
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SECTION I V  

FUNCTIONAL TEST 

4.1 

4.1.1 

4.1.2 

491.3 

4 1.4 

4.1.7 

TEST RIQUIREMENTS 

Manually ad jus t  t h e  expansion valve t o  control  a t  a set point 
of 4°F superheat with a 20 psig signal pressure applied t o  the 
mdula t ing  attachment. 

Slowly decrease t h e  modulator signal pressure (from the  i n i t i a l  
20 psig) u n t i l  the superheat begins t o  increase,  thus indicat ing 
t h a t  t he  modulating attachment is  beginning t o  overide the  ex- 
pans ion valve. 

Continue t o  decrease the  modulator s igna l  pressure u n t i l  t he  
valve is  i n  the  closed posit ion.  Record t h i s  pressure also.  

Slowly increase the modulator signal pressure from 0 t o  20 psig, 
recording both the point a t  which the  valve begins t o  open and 
t h e  point a t  which the  valve i s  f u l l  open as s igni f ied  by the  
superheat returning t o  a temperature of 4°F. 

Perform s teps  4.1.2 thru  4.1.4 t e n  times i n i t i a l l y  and three  times 
on a l l  subsequent funct ional  tests. 

Divide the  re f r igerant  f l o w  a t  100 per cent capacity ( a s  de- 
termined in s teps  4.1.2, 4.1.3, and 4.1.4), i n t o  fourths  t o  
determine appraximate s igna l  pressures simulating system oper- 
a t i n g  capac i t ies  of 100, 75, 50, and 25 per cent. 

U s i n g  s igna l  pressures determined i n  s t e p  4.1.6 suddenly 
f luc tua te  the  s ignal  pressure t o  the  modulator causing the  
expanaion valve t o  simulate changes i n  t h e  system operating 
capacity from 100 t o  75, 75 t o  50, 50 t o  25, 25 t o  50, 50 t o  
75, and 75 t o  100 pe r  cent. 

4.1.8 Perform s t e p  4.1.7 th ree  times. 

4-1.9 During one functional determine t h e  re f r igerant  flow through 
the  tes t  specimen varying t h e  head pressure from t h e  lowest at- 
ta inable  pressure t o  200 Fsig while holding the  suct ion pres- 
sure constant a t  55 psig. 

4 - 2  

4.2.1 

4.2.2 

TEST PROCEDURE 

The specimen was i n s t a l l ed  in t h e  funct ional  t e s t  setup as shown 
i n  figure 4-1, using equipment l i s t e d  in t a b l e  4-1. 

A l l  connections were t i g h t ,  gage were i n s t a l l e d  and operating 
properly and a l l  hand valves were closed. 



4.2.3 

4 2.4 

4.2.5 

4.2.6 

4.2.7 

4.2.8 

4.2.9 

4.2.10 

4.2.11 

4.2.12 

4.2.13 

4.2.U, 

4.2.15 

4.2.16 

4.2.17 

Temperature recorder 35, f l o w  indicators  8 and 47 and pre- 
amplifier 52 were turned on. 

Hand valve 48 was opened, c i rcu la t ing  pump 45 was  turned on and 
the  water/glycol flow was adjusted a s  required with bypass hand 
valve 44. The f l o w  was  monitored on flow indicator  47. 

Hand valves 24, 33, 9, 15, 18, 6, and 13, and solenoid valve 31 
were opened. 

Hand regulator 26 was adjusted u n t i l  100 psig was indicated 
on gage 27. 

Hand regulators 28 and 30 were adjusted pressurizing the  
modulator u n t i l  20 psig was indicated on gage 34. 

Water flow through condenser 3 was adjusted t o  ensure proper 
operation. 

Compressor 2 was  turned on and loaded as required fo r  the  t e s t .  

The system was allowed t o  s t ab i l i ze .  
R-22 flow indicator  8, and suction pressure gage 16 were 
monitored. 
t u r e  control ler  41. 

Temperature recorder 35, 

Water/glycol temperature was controlled w i t h  tempera- 

The tes t  specimen was adjusted t o  control  a t  a set temperature 
of 4°F superheat with a 30°F bath. 

Using hand regulator 30 the  modulator was slowly depressurized 
u n t i l  there w a s  a decrease i n  R-22 f l o w  as indicated by flow 
indicator  8. This pressure was recorded. A rise in superheat 
followed t h i s  decreased refr igerant  f l a w .  

The modulator was fur ther  depressurized with regulator 30 u n t i l  
zero f low was indicated by f l o w  indicator  8. 
recorded. The canpressor suction pressure decreased eventually 
t o  zero when the  specimen was  completly closed. 

The pressure was 

Using regulator 30 the modulator w a s  slowly pressurized u n t i l  
f l o w  was indicated by flow indicator  8. 
recorded. 
opened. 

This pressure was  
Suction pressure began t o  increase when t h e  specimen 

Using regulator 30 t h e  modulator was fur ther  pressurized u n t i l  
maximum flow was indicated by f l o w  indicator  8. This pressure 
was recorded. 
t he  specimen was f u l l  open. 

Procedures 4.2.12 thru  4.2.15 were performed t en  times i n i t i a l l y  
and three times on a l l  subsequent funct ional  tests. 

The superheat returned t o  4°F signifging t h a t  

The refr igerant  flow w a s  divided i n t o  fourths. 
sure needed t o  a t t a i n  these flow values were determined and re- 
corded . 

The s igna l  pres- 

1-2 



4.2.18 Using signal pressures determined i n  procedure 4.2.17, t he  
signal pressures were suddenly varied with regulator 30 t o  
cause t h e  specimen t o  simulate changes i n  the  system operating 
capacity from 100 t o  75, 75 t o  50, 50 t o  25, 25 t o  50, 50 t o  75, 
and 75 t o  100 per  cent. 

4.2.19 Procedure 4.2.18 was performed three  times. 

4.3 TEST RESULTS 

4.3.1 The tes t  specimen demonstrated sa t i s fac tory  performance during 
t h e  i n i t i a l  functional t e s t .  
controlled modulator were ef fec t ive  i n  control l ing the  refr iger-  
ant f l aw.  

The thermal  bulb and the  pressure 

4.1, TEST DATA 

The data  presented i n  t a b l e  4-2 were recorded during the i n i t i a l  
funct ional  t e s t .  



Table 4-1. Functional Test Equipment List 

- 
[t em 
No. 
1 

2 

3 

4 

5 

6 

7 

8 

9 

10 

11 

12  

13 

u 

15 

16 

It em 

Test Specimen 

Compressor 

Condenser 

Dryer 

Sight Glass 

Hand Valve 

Flowmeter 

Flaw Indicator 

Hand Valve 

Gage 

Thermocouple 

Capillary Tube 

Hand Valve 

Evaporator 

Hand Valve 

Gage 

Manufacturer 

Alco and Johnson 
Service Co. 

A i r t  emp 

Airtemp 

NA 

Sporlan 

Karotta 

Waugh 

Beckman 

Robbins Aviation 

Marsh 

Honeywell 

NA 

Marotta 

Airtemp 

Robbins Aviation 

Marsh 

Model/ 
?art No. 
22Hwloo 

MJWDO 

NA 

C-969 

5-A-12 

HVA-16 

FL-12 5B-: 

5311 

SSKA 250 
4T 

100-4s 

"T" Q p e  

NA 

HVA-16 

NA 

SSKA-250 
4T 

NA 

Ser ia l  
No. 

NA 

NA 

43 54 

106 

NASA 08 
113 
106- 
1030B 

NASA 08 
113 
01W71 

NASA 08 
113 
95-1180 
B 

NA 

NA 

105 

E-204- 
583 

NA 

NASA 
113 95- 
1151 B 

Remarks 

22- tons 
refrigeration 

100-ton uni t  

100-tons 
r e f r i g e n t i o n  

2-core 

Buil t  -in 
moisture in- 
d ica tor  

1-inch 

3/4-inch 
Cal date  
10/14/66 

Preset E put 
C a l  da te  
2/1/61 

&-inch 

0-to 300-psig 

Cal date  
11/9/66 

- *.5% Fs 

Cu-Con 

NA 

1-inch 

5O-tons 
r e f r ige ra t ion  

&-inch 

0-t o.2OO-psig 
b.5% FS 
Cal- date  1 O h / (  



Table 4-1. Functional Test Equipment List (Continued) - 
Ct em - No. 

17 

18 

19 

20 

21 

22 

23 

u, 

25 

26 

27 

28 

29 

30 

31 

32 

33 

34 

7 

It en 

Thermouc ouple 

Hand Valve 

Hand Valve 

Capillary Tube 

Expansion Valve 

Hand Valve 

Gage 

Regulator 

Gage 

Pressure Regulat 01 

Pressure Limiter 

Pressure Regulator 

Solenoid Valve 

Pressure Limiter 

Hand Valve 

Pressure Gage 

Manufacturer 

hneywell 

NA 

NA 

NA 

Sporlan 

NA 

NA 

lXweld 

h e l d  

lxweld 

h e l d  

:rove 

tepublic 

Vat t s 

Marotta 

Republic 

Robbins Aviation 

Heise 

Model/ 
'art No. 
'TIt Tspe 

NA 

NA 

NA 

m-34 c 

NA 

NA 

NA 

NA 

'ype 
3962 

3U2581 
LQ 2377- 
L - 1  
. 5 u  

)80-ID2 

1-119-3 

nv-74 

580-ID-2 

SSKA-250 
w 
U 9 1 7  

S e r i a l  
No. 
NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

NA 

-41512 

NA 

NA 

.7211 

NA 

NA 

'ASA 08- 

,087-C 
.13 

Remarks 

Cu-Con 

&inch 

&inch 

34-t ons 
ref rigerrtion 

1-inch 

4OOO-psig 
b o t t l e  supply 

&-inch 

0-to 4000-psig - + 5 %  FS 

0-to 5000-psig 
out l e t  

0-t o 4000-psig 
- +5 % FS 

6000-psig i n l e t  
0-to 750-psig 
out le t  

15 t o  250-psig 

450-psi i n l e t  

3-way, 28-v dc 

15 t o  250-psig 

&-inch 

0-to 30-psig 

Cal da te  
12/27/66 

- *.I.% Fs 

4-5 



Table 4-1. Functional Test Equipment List (Continued) 

t em 
No. 

35 

36 

37 

38 

39 

40 

4 1  

42 

43 

W, 

45 

46 

It em 

Temperature 
Recorder 

Process Water 
S"PPlS 
Penn Flow Regulatcn 

Process Water 
Return 

Hand Valve 

Water/glycol 
solut ion 

Temperature 
C ontroler  

Pressure Actuated 
Valve 

Steam Heater 

Hand Valve 

Water Pump 

Turbine Flowmeter 

I 

47 

48 

49 

Flaw Indicator 

Hand Valve 

Thermocouple 

50 Hand Valve L 

Manufacturer 

Ioneywell 

NA 

Penn 

NA 

J enkina 

NA 

Hone yue 11 

Honeywell 

NA 

Ohio Brass 

Novo 

COX 

Beclasan 

W i l l i a m S  

Honeywell 

W i l l i a m s  

-Hodel/ 
a r t  No. 
NA 

NA 

1500 

NA 

Fig 47 

NA 

NA 

4805 

NA 

1 5 C  

17m 

AN-24 

5311 

Fig 12% 

"TI1 Typc 

Fig 1251 

S e r i a l  
No. 

i470-421 
-003 

NA 

lA-64 

NA 

NA 

NA 

NA 

760- 
794037 

NA 

NA 

r4503 

NASA 08- 
113 
200812- 
15 

NASA 08 
113 
016578 

NA 

NA 

NA 

Remarks 

lange: -125 t o  
-525 O F  

:a1 da te  
.0/11/66 

30-psig 

!-inch 
L50-psig 

!O°F freezing 
3oint 

1-inch 

YA 

23-hch 

:entrifugal 
95-gPm 

14-inch 
Cal date  
2/3/67 

Cal da te  
12/29/66 

&inch 

Cu-Con 

2-inch 
-- - 



Table 4-1. Functional Test Quipment List (Continued) 

I t  em 
No. 

51 

52 

53 

54 

55  

56 

I 
~ -- 

It em 

Thermocouple 

Preamplifier 

Pressure Gage 

Counter 

Ressure Switch 

Power Supply 

Manufact mer 

Unholt z -Dic k ie  

As hcr of t 

Durant 

Barksdalve Valve 

Laboratory Supplj 

Model/ 
Part No. 

"Ttl Type 

8pMCV 

Dura- 
~aw3e 

NA 

NA 

Seria l  
No. 

NA 

NASA 08- 
113 
0215-97 - 
14 
NASA 08- 
113 
1403 B 

NA 

NA 

NA 

Cu-Con 

Cal date 
12/19/66 

0-to 200-psig 

Cal date 
9/22/66 

O-to 99,999 

Psig 

9 - 5 7  Fs 

Range: 5-to 80- 

28-vdc 
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SECTION V 

CYCLE TEST 

5.1 

5.1.1 

5.1.2 

5 01.3 

5 02 

5.2.1 

5.2.2 

5.2.3 

5.2.4 

502.5 

5.2.6 

502.7 

5.2.8 

5.3 

TEST RFQUIREMENTS 

Cycle valve from f u l l  open t o  closed posit ion.  
cycles and perform a functional t es t  a f t e r  100, 500, loo0 and 
each addi t ional  1000 cycles thereaf te r .  

Conduct 5000 

Record a l l  adjustments necessary during functional tes t ing.  

The tes t  is t o  be performed with R-22 as the  tes t  medium. I 

TEST PROCEDURE 

The specimen was i n s t a l l ed  i n  the  ex is t ing  re f r igera t ion  system 
as shown in figure 4-1 using t h e  equipment l i s t e d  i n  t ab le  5-1. 

All connections were t i g h t ,  gages were in s t a l l ed  and operating 
properly and a l l  hand valves were closed. 

Hand valves 24 and 33, and solenoid valve 31 were opened, 
Pressure switch 55 was bypassed. 

Regulator 26 was adjusted u n t i l  100 psig was indicated on 
gage 27. 

Regulators 28 and 30 were adjusted u n t i l  20 psig was indicated 
on gage 34. 

Pressure switch 55 was connected and actuate  and deactuate 
pressures were adjusted t o  correspond with f u l l  open and f u l l  
closed posi t ion of t h e  valve. 

A functional test  was performed as  outlined i n  Section I V  a t  
100, 500, 1000 and each 1000 cycles thereafter. A t o t a l  of 
5000 cycles were performed. 

During one functional tes t  t h e  thermal bulb was  disconnected 
from the  suction l i ne  and secured so t h a t  it remained a t  con- 
stant room ambient temperature. Using penn regulator 37, t h e  
compressor head pressure was varied fran t h e  lowest a t ta inable  
pressure t o  200 psig i n  10 psig increments. The re f r igerant  
f l o w  f o r  each increment was recorded while t h e  suction pres- 
sure was held constant at  63 psig. A suction pressure of 55 
psig could not be maintained. 

TEST RESULTS 

The specimen exhibited no degradation of performance as a re- 
s u l t  of t he  cycle t e s t .  
performed as outlined i n  Section IV and the  data  were obtained 
under conditions explained in paragraph 4.3. 

The required functional tests w e r e  

5-1 
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5 -4 TEST DATA 

The data obtained during the  functional tests are presented 
in tables 5-2 thru 5-8. 
table  5-9. 

Flow test data are presented in 

5-2 



Table 5-1. Cycle Test Equipment List 

N SA 
le3 95- 
1151 B 1 

. 

0- o 200-peig 
Caf date 
10/24/66 

. 

- 
[t em - No. 
1 

2 

3 

- 4  

5 

6 

7 

8 

9 

10 

11 

12 

13 

11 

15 

16 

- 

It em 

Test Specimen 

Compressor 

Condenser 

Dryer 

S igh t  Ghss 

Hand Valve 

Flometer 

Flaw Indicator 

nand Valve 

Gage 

Thermocouple 

Capillary Tube 

Hand Valve 

Evaporator 

Hand Valve 

caee 

Eianufacturer 

k l c o  and Johnsan 
Service Co. 

Airtemp 

Airtemp 

NA 

Sporbn 

Karotta 

Waugh 

Beckman 

Robbins Aviation 

Marsh 

Honoywoll  

NA 

Uarotta 

Airtamp 

Robbins Aviation 

Marsh 

%del/ 
'art No. 
22Hw100 

W O  

NA 

S-969 

5-A-I2 

K'?A-16 

FL-125BL 

5311 

SSKA 250 
4T 

1oo-lts 

''T" Type 

NA 

KVA-16 

NA 

SSKA-250 
bT 

NA 

Serial 
No. 

NA 

NA 

4354 

106 

NASA 0% 
113 

1030~ 

113 
QlW71 

106- ' 

NASA 08. 

NASA 08 
113 
95 -1180. 
B 

NA 

NA 

105 

E-204- 
583 

NA 

Remarks 

22- tons 
refrigeration 

100-ton unit 

100-t one 
refrigeration 

2-Core 

Built-in 
moisture in- 
dicat or 

1-inch 

3/4 -inch 
Cal date 
lO/U(/66 

Preset E put 
Cal date 
2/1/61 

0-to 300-paig - M.5% Fs 
Cal date 
11/9/66 

Cu-Con 

NA 

1-inch 

&-inch 



Table 5-1. Cycle Test Equipment List (Continued) 

It em It em - No. 
17 

18 

19 

20 

21 

22 

23 

uc 
25 

26 

27 

28 

29 

30 

31 

32 

33 

34 

- 

Ymufacturer 

honeywell 

NA 

NA 

NA 

Sporlan 

Thermouc auple 

Hand Valve 

Hand Valve 

Capillary Tube 

Expansion Valve 

IIand Valve 

Pressure Gage 

Hand Valve 

Gage 

Hobbins Aviation 

Heise 

NA 

NA 

OXweld 

Oxweld 

Oxweld 

Oxweld 

Pressure Regulato rove 

Pressure Limiter Republic 

Pressure Regulato Watts 

Solenoid Valve Marotta 

Pressure Limiter , Republic 

Regulator 

Gage 

Mociel/ 
'art  No. 
'Til Type 

NA 

NA 

NA 

m-34 c; 

NA 

NA 

NA 

NA 

b e  
$962 

iU2581 
4 2377- 
.-1 
.5Lx 

380-ID2 

1-119-3 

f V-74 

;80-ID-2 

;SKA-250- 
& 

I41917 

Ser ia l  
No. 
NA 

NA 

NA 

NA 

MA 

NA 

NA 

NA 

NA . 

NA 

NA 

-41512 

NA 

NA 

72U 

NA 

NA 

ASA 08- 
13 w-c 

Remarks 

Cu-Con 

&-inch 

34-t ons 
refrigeration 
1-inch 

4W-psig 
bot t le  supply 

&-inch 

0-to 4000-psig 
5% FS 
Cal date 

0-to 5000-psig 
outlet 

45O-psi inlet 

+way, 28-v dc 

15 to 250-psig 

&-inch 

0-to 30-paig - *.3$ Fs 
Cal date 
12/27/66 

. 



' -. . e  

Table 5-1. Cycle Test Equipment List (Continued) 

Serial  
No. 

S470-421 
1003 

NA 

CA-64 

NA 

NA 

NA 

NA 

768- 
794037 

NA 

NA 

T4503 

NASA oa- 
113 

15 

NASA 08- 
113 
016578 

200812- 

WA 

NA 

NA 

-~ 

emperature 
ec order 

Cent r ifugiil 
85-gPm , 

&inch 
Cal date 
2/3/67 ' 

Cal date 
12/29/66 

l);-inCh 

Cu-Con 

2-inch 

37 

38 

39 

40 

41 

42 

43 

4+ 

45 

46 

47 

48 

49 

50 

Yiu f .ac t  UT er 

Honeywell 

NA 

Penn 

NA 

Jenkins 

NA 

Honeywell 

Honeywell 

NA 

Dhio Brass 

Novo 

:ax 

Backnun 

WiUiau 

Honeywell 

Williams 

Penn Flaw Regulatc 

Process Water 
Return 

Hand Valve 

Water/glycol 
solution 

Temperature 
Controler 

Pressure Actuated 
'Valve 

Steam Heater 

Hand Valvez 

Water Pump 

Turbine Flowmeter 

F l a w  Indicator 

Hand Valve 

Thermocouple 

Hand Valve 

Xodel/ 
'art No. 
NA 

NA 

1500 

NA 

Fig $7 

NA 

NA 

+a05 

NA 

L5C 

L?M2 

4N -a 

5311 

Fig 1251 

"TI' Type 

Fig 1251. 

~ 

Remarks - 
Range: -125 to 
+525 O F  

Cal date 
10/XL/66 

80-psig 

2-inch 
150-psig 

lh-inch 

20°F freezing 
point 

1-inch 

NA 

24-hCh 
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Table 5-1. Cycle Test Equipment List (Continued) 

51 

52 

53 

54 

55 

- 56 

i tar t .  

Thersnocuuple 

Preamplifier 
c 

Pressure Gage 

Counter 

Pressure Switch 

Power Supply 

Manufacturer 

Hasneywell 

Unhoit z-Dickie 

Aahcr of t 

Durant 

Barksdalvs Valve 

Laboratory Supplj 

SpEiCV 

Dura- 
gau&= 

NA 

402s 

NA 

Serial 
No. 
NA 

NASA 08- 
113 
0215-97- 
u 
NASA 08- 
113 
l403 B 

NA 

NA 

NA 

Remarks 

cu-con 

Cal date 
12/19/66 

0-to 200-psig 

Gal date 
9/22/66 

- N.S% Fs 

0 4 0  99,999 

28-vdc 
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Note 

The following data  were obtained by maintaining a constant 
63 psig suction pressure a t  the  e x i t  of the  evaporator. 
Head pressure was  varied from 150 t o  200 psig. 

Table 5-9. Refrigerant Flow Versus Head Pressure  

~ 

Head Pressure (psig)  

150 

15 9 

170 

180 

188 

200 

R-22 Flow (gpn) 

4.7 

4.9 

5.0 

5 .O 

5.1 

5.5 

. 

. 

3-1 4 



APPRO VAL 

TEST REPORT 

FOR 

REFRIGERANT EXPANSION VALVE 

Alco Par t  Number TAC-22HWl00 

NASA Drawing Number 75M04.406 PTR-1 

SUBMITTED BY: 

LiLzzz- 
M. R. Watts 
Test and Evaluation Section 

APPROVAIS 

Program Supervisor 

ngineering Department 



C. A. Brakebill  

R. W. Claunch 

W. E. Dempster 

E. J. Dofter 

L. L. Gray 

P. Perani 

L. T. Scherer, Jr .  

V. J. Vehko 

Technical F i les  

DISTRIBUTION 

Chrysler Corporation Space Division 

Test and Evaluation Section 

Program Supervisor, CCSD-Michoud 

Program Manager, CCSD-FO 

Chief Engineer, Re l i ab i l i t y  Engineering 
Branch 

Test and Evaluation Section 

Manager, Test and Evaluation Section 

Nanager, Data Center Section 

Director, Engineering Department 

Technical Information Centre 

Technical Writing and Editing Group 

National Aeronautics and Space Administration 

Marshall Space Fl ight  Center 
MS-IP, Bldg. 4200 
APIC 

John F. Kennedy Space Center 
MD 
MG 
MH 
ML, Mr. Fedor 
RC-423 

Sc ien t i f i c  and Technical Information Fac i l i ty  
P.O. Box  33 
College Park, Maryland 20740 

2 

2 

6 

1 

5 

2 

1 

1 

3 

1 

1 

3 
1 

2 


